SERVICE ENTRANCE/UNDERGROUND
CABLE SIZE CHART

UTILITY POLE AMPS COPPER ALUM.
CUSTOMER OWNED 100 #4 #2
/ 150 #1 5210
OPTIONAL HPS 200 #2/0 #4/0
SECURITY LIGHT
18" DRIP LOOP /
WEATHER HEAD
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- NOTES:
1. CONDUCTOR CONDUIT & GROUNDS TO MEET THE
NATIONAL ELECTRIC CODE BOOK.
2. SERVICE MUST BE INSPECTED BY COUNTY ELECTRIC DEPARTMENT.
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STANDARD RURAL UNDERGROUND
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